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FIRE PREVENTION AND SAFETY COMPLIANCE STANDARD 2002-2

DATE:  26 February 2002

REGARDING: LOCKING OF EGRESS DOORS

DETAILS: (Description of specific orders to be followed)

Surface mounted flush dead bolts and padlocks are PROHIBITED.

At all times, egress doors shall be accessible from the side from which egress is to be
made, without the use of a key, special knowledge or effort.

CODE OF ORDINANCES REFERENCE:  CITY OF MANCHESTER CODE OF
ORDINANCES SECTION 92.05,  INTERNATIONAL FIRE CODE 2000 ED
SECTION 1003.3.1.8.1

Joseph P. Kane,
Chief of Department

David F. Albin,
Chief of Fire Prevention
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